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Uttar Pradesh Electricity Regulatory Commission

Vidyut Niyamak Bhawan, Vibhuti Khand, Gomti Nagar, Lucknow-226010 Phone 2720426 Fax 2720423 E-mall secretary@uperc.org

Sumeet Kumar Agarwal Ref: UPERC/Secy/D(D)/ 2025-12 14
Secretary Dated: 3{.12.2025
To,
1. Chairman, UP Power Corporation Ltd.7"" Floor, Shakti Bhawan, 14, Ashok Marg,
Lucknow

2. Managing Director, UP Power Corporation Ltd.7*" Floor, Shakti Bhawan, 14, Ashok

Marg, Lucknow

Managing Director, Paschimanchal Vidyut Vitran Nigam Ltd., Victoria Park, Meerut.

4. Managing Director, Dakshinanchal Vidyut Vitran Nigam Lid., Urja Bhawan 220, K.V.
Up-Sansthan Bypass Road Agra — 282007

5. Managing Director, Kanpur Electricity Supply Co. Ltd., 14/71, Civil Lines, KESA
House, Kanpur.

6. Managing Director, Madhyanchal Vidyut Vitran Nigam Lid., 4 Gokhale Marg,
Lucknow

7. Managing Director, Poorvanchal Vidyut Vitran Nigam Ltd., Bhikharipur, 132 KV
Substation, PO.- D. L. W, Vidyut Nagar, Varanasi — 221004

8. Managing Director & CEO, Noida Power Company Lid., Electricity Sub-station,
Knowledge Park-1V, Greater Noida, Gautam Buddha Nagar - 201310

9. CEO & Managing Director, Torrent Power Ltd., 6, Raghunath Nagar, Suresh Plaza
Market, Opp. Sanjay Place, M.G. Road, Agra — 282002

=

Subiject: Issue of new Cost Data Book.

Sir,
The new Cost Data Book has been approved by the Commission on 31.12.2025 and shall

be effective from such date as may be notified by the UPPCL/ Distribution Licensee,
which shall not be later than 12.01.2026.

The Distribution Licensees shall take necessary action for its implementation and ensure
its wide circulation among the field level officers and issue public notices in leading
newspapers to this effect.

Encl: As above. Yours faithfully,

(Sumeet Kuﬁﬁ)

Secretary

GG:
ﬁief Engineer, RESPO, Shakti Bhawan Extension, Ashok Marg, Lucknow.
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a)
b)

b)

CHAPTER 1

STATEMENT OF OBJECTS AND REASONS

Section 42 of the Electricity Act 2003 (herein after called “the Act”) and amendments thereof
provides that a distribution licensee shall develop and maintain an efficient, co-coordinated and
economical distribution system in its area of supply and supply electricity in accordance with the
provisions of the Act.

Section 46 of the Act provides that the State Commission may, by regulations, authorize a
distribution licensee to charge from a person requiring a supply of electricity in pursuance of
Section 43, any expenses reasonably incurred in providing any electric line or electrical plant for
the purpose of giving that supply.

Section 47 of the Act provides that subject to the provisions of this section, a distribution licensee
may require any person, who requires a supply of electricity in pursuance of Section 43, to give
him reasonable security, as may be determined by regulations, for the payment to him of all
monies which may become due to him -

In respect of the electricity supplied to such person, or

Where any electric line or electrical plant or electric meter is to be provided for supplying
electricity to such person, in respect of the provision of such line or plant or meter.

The U.P. Electricity Regulatory Commission (herein after called “the Commission”) has notified
Electricity Supply Code 2005 (herein after called “the Code”).

Specific words and expressions carry the meaning assigned to them in the Act and/or the Code.
There will be one structure of charges for all the Distribution Licensees in the State.

The charges specified in this Cost Data Book shall be charged by the Distribution Licensees from
the prospective or existing consumers requesting for new connection/enhancement/reduction of
load.

The Cost Data Book shall remain valid for 02 years from the date of its issue. However, after one
year from its date of issue, an escalation percentage equivalent to change in WPI of the previous
12 months shall be applicable only on material rates (except meter) for the second year of its
validity.

Also, an annual escalation percentage equivalent to change in WPI of previous 12 months shall be
applicable on material rates {except meter) for the third year, till the issuance of revised/new Cost
Data Book, provided that the licensee/UPPCL submits the proposal for Cost Data Book within the

specified period of 2 years and approval of the same gets delayed beyond 2 years.

5y . 7



a)

b)

10.

11.

12.
13.

14,

The estimate for the work shall be prepared by the licensee, keeping in view the landed cost, which
will include material cost, carriage, labour and other overhead charges. G5T as applicable, shall be
charged on the estimate prepared by the licensee.
Provided that, GST shall not be charged on "Services supplied by electricity distribution utilities by
way of construction, erection, commissioning, or installation of infrastructure for extending
electricity distribution network up to the tube well of the farmer or agriculturalist for agricultural
use" (as per Govt. of India, Ministry of Finance (Dept. of Revenue) Notification No. 14/2018 -
Central Tax (Rate) dated 26.07.2018).
Provided further that, no GST shall be charged on ‘Security’ amount and processing fee.
The total charges payable by an applicant shall comprise of Processing Fee, Security, Metering
Charge (erstwhile Fixed Service Line Charge) and Supply Affording Charge (erstwhile Variable Line
Charge). All the four components shall be clearly and separately mentioned in the Estimate and
Receipts issued by the Licensee to the applicants.
For conversion from H.P. to kW and from kVA to kW and vice versa, a factor of 0.746 and 0.90
respectively shall be taken, wherever necessary. It is further clarified as follows:

Demand in kVA = (Load in BHPx0.746)/0.90

Demand in kVA = (Load in kW)/0.90
In case of any inconsistency between Cost Data Book and Electricity Supply Code, the Cost Data
Book shall prevail.
Details of Metering Charges are enclosed at Annexure-1 to 11A.
The rates given for different items of works for any type of connections shall not be taken as a
base for justifying the rates where a work is to be undertaken on the basis of a transparent bidding
process.
The Cost Data Book shall be effective from such date as may be notified by the UPPCL/ Distribution
Licensee, which shall not be later than 12.01.2026.



CHAPTER 2

PROCESSING FEE

Sl. No. Description Processiljg F?e per
connection in Rs.

1 Load up to 1 kW for Life Line Consumers only 25

2 Load 1 kW (other than Life Line Consumers) to 2 kW 200

3 Load 3 kW to 4 kW 300

4 Load 5 kW to 24 kW 500

5 Load 25 kW to 50 kW {or 56 kVA) 5,000

6 Load 57 kVA to 500 kVA 10,000

7 Load 501 kVA to 4,000 kVA 15,000

8 Load 4,001 kVA to 10,000 kVA 25,000

9 Load above 10,000 kVA 50,000
NOTE:

The processing fee shall be non-refundable and non-adjustable.

The processing fee under Sr. No. 1 shall be applicable only for those consumers who have
Antyodaya Card or who shall self-declare that they are lifeline consumers and will consume
less than the limit prescribed for such consumers.

This fee shall be applicable for new connection, tatkal temporary connection, temporary
connection, reduction and enhancement of load (depending on the final load).

This shall be applicable for all the categories of prospective/existing consumer.
Mutation of names: -
a) For loads below 25 kW, the processing fee shall be charged as per the above table.

b) For loads of 25 kW and above, processing fee of Rs. 1000 shall be charged in place of fee
mentioned in the table above for cases of mutation of individual with individual only. In ather
cases, processing fee as per the above table shall be applicable.



CHAPTER 3

PROCESSING FEE FOR LINE SHIFTING

Sr. No. Description Processing Fee in Rs.
1 LT Line / PTW Connection 1000
2 11/0.4 kV Transformer 5000
3 11 kV Line 10000
4 33 kV Line 15000
5 33/11 kV Sub-station Shifting 25000
NOTE:

1. The processing fee shall be non-refundable and non-adjustable.
2. In case of more than one shifting works required on the same place, the consumer shall pay the
processing fee only for the work with maximum processing fee.



CHAPTER 4

SECURITY
Sl. No. Description Security (Rs.)
Domestic Light & Fan for load up to 1 kW only (LMV-1) (For
1 s NIL
Lifeline Consumers)
2 Rural Domestic Light & Fan for Load up to 2 kW (LMV-1) 100/kW
3 Urban Domestic Light & Fan for Load up to 2 kW (LMV-1) 300/kW
4 Domestic Light & Fan over 2 kW {LMV-1) 400/ kw
5 Non-Domestic Light and Fan (LMV-2) 1000/kW
3400/kW for Gram
Panchayat,
4000/kW for Nagar
6 Public lighting (LMV-3) Palika & Nagar
Panchayat,
5000/kW for Nagar
Nigam
7 Public Institution LMV-4 {A) 4000/kW
8 Private Institution LMV-4 (B) 4000/kW
g Private Tube well (LMV-5) (Rural Metered) 300/BHP
10 | Private Tube well (LMV-5} (Urban Schedule) 300/BHP
11 | Small and Medium Power {LMV-6) 2000/kW
12 Public Water Work (LMV-7) 4000/kW
13 State Tube Well, Panchayati Raj Tube Wells, Pump Canals 4000/BHP
{LMV-8)
Public/SRTC Electric Vehicle Charging Stations (LT & HT)
14 (LMV-11] 1000/kW
15 Non-Industrial Bulk Load (HV-1) for Private Institutions 5000/KVA
supply at 11 kV and above
Non-Industrial Bulk Load (HV-1) for Public Institutions
16 supply at 11 kV and above SC0G/kVA
17 Large and Heavy Power (HV-2) 3500/kVA
18 | Railway Traction (HV-3) 5000/kVA
19 Metro Rail / RRTS (HV-3) 3000/kVA
20 | Lift Irrigation works (HV-4) 5000/kvA




NOTE: -

a)

b)

The minimum amount of Security Deposit for postpaid meter consumer shall be as per Chapter
4. However, on the basis of consumption, Additional security deposit to cover the estimated
power consumption for 45 days shall be made by all consumers/applicants instead of 02 months
as specified in clause-4.20(a) of Electricity Supply Code-2005.

Initial security at above rates is payable per kW/HP/kVA or part thereof as the case may be.
The licensee shall give notice as per the Supply Code, 2005 to the consumer for deposition of
additional security if the deposited security falls short of covering the estimated power
consumption bill for 45 days based on his average monthly consumption for the preceding
financial year and charge the same in the upcoming bill. However, no late payment surcharge
(LPSC) shall be levied on this amount.

No security shall be charged if the connection is given through pre-paid meter.

If an existing electricity connection through post-paid meter is converted into pre-paid mode,
the licensee shall adjust the security deposit in the outstanding bill, if any, or pass-on the credit
in the subsequent billing, as the case may be.

No security shall be charged from Lifeline consumer, but at the time the consumer gets
converted into a normal consumer then security shall be charged as per the above table.

40% higher amount of security shall be charged from temporary connection of the respective
category considering actual period of connection and expected amount of bill except those
released through prepaid meter.

The enhancement of the Sanctioned Load:

In case of an increase in recorded maximum demand, the lowest of the monthly maximum
demand, where the recorded maximum demand has exceeded the sanctioned load limit at least
three times during a financial year, shall be considered as the revised Sanctioned Load, and the
same shall be automatically reset from the billing cycle in next financial year. However, the
consumer should be intimated of such revision along with the complete details of the basis on
which sanctioned load has been increased.

In case of request made by the consumer, the requested load shall be sanctioned.

In both the above cases of enhancement of load, the security for the total load after
enhancement shall be deposited by the consumer as per the rates given in the Cost Data Book

and credit shall be given for the already deposited security.

& -



10.
11.

12.

13.

14.

15.

Any reduction in the sanctioned load shall be carried out as per the provisions of the Supply
Code and any excess security deposit of the consumer with the licensee shall be refunded by
the licensee through adjustment in their future electricity bills.

The security may be adjusted against any outstanding bill after permanent disconnection.

The security may be enhanced or reduced subsequently as per provisions of the Electricity Supply
Code.

Interest on security shall be paid by the licensee to the consumer as per bank rate prescribed
by the R.B.I. (Refer Clause 4.20(i} of the Code, 2005).

Payment of security amount up to Rupees Twenty lacs (Rupees 20,00,000 only) has to be made
by way of Banker’s Cheque/Demand Draft or Online mode and for security amount being above
Rupees Twenty lacs (Rupees 20,00,000 only}, the payment of first twenty lacs (Rs. 20,00,000
only) has to be made by way of Banker’s Cheque/Demand Draft or online mode and the amount
exceeding Rupees Twenty lacs (Rupees 20,00,000 only) may be made by way of Bank
guarantee/e-Bank Guarantee if consumer so desires. Any consumer, who has previously
submitted a physical Bank Guarantee shall be allowed to replace it with e-Bank Guarantee, if
consumer so desires.

For contracted loads exceeding 10 MW, the total security amount may be made by way of Bank
guarantee/e-Bank Guarantee. The renewal of Bank guarantee/e-Bank Guarantee shall be the
responsibility of the consumer. If any default in renewal of Bank guarantee/e-Bank Guarantee
occurs, the consumer would be liable to pay a penalty of Rs. 500 (Five Hundred only) per lac per
day of guarantee amount to the licensee, subject to a maximum of 10% of the bank guarantee
amount, for each default. Licensee may also disconnect the supply of power after giving a notice
of 07 days in such cases.

In case the bank guarantee submitted by the consumer is found to be fake, the licensee would
be entitled to disconnect the connection forthwith and in such cases the consumer shall be
bound to submit the security amount by way of bank draft/banker’s cheque or online mode

only. In such case, the consumer will also be liable for prosecution under criminal laws.



CHAPTER-5A

METERING CHARGE AND SUPPLY AFFORDING CHARGE

(For non-PTW loads upto 150 kW in Electrified Areas)

fAmt. in Rs.)
Metering Charge Supply Affording Charge
i Description/Load Uppicant g Mooty For distance Far emunoe For distance more
No. at the time of recurring uoto 100 meter above 100 meter than 300 meter
connection charges Pt upto 300 meter
1 2 3 q L 6
Single-phase LT Connection
1kW 1425 Rs. 3,500 or as per
i (Lifeline ( An-neu-2] 1,000 3,500 actual estimate,
Consumers anly) 84 whichever is higher
1 kW (oth for 24
{.o _er i Rs. 3,500 or as per
5 than Lifeline 1,855 months 1500 3.500 Lial dntina
Consumers) to 2 (Annex-2A) from the ' ' w;ich:v:: ilsmhai.gflrer
kw date of
_ connection) Rs. 6,500 or as per
3 3 kW to 4 kW :An:'lex-3} 3,500 6,500 actual estimate,
whichever is higher
Three-phase LT Connection
5,278 Rs. 13,000 or as per
4 3 kW to 4 kw ( An'nexﬁi 6,500 13,000 actual estimate,
whichever is higher
6358 Rs. 20,000 or as per
5 5 kW to 10 kw {ﬂn'nu_a} 10,000 20,000 actual estimate,
whichever is higher
€358 Rs. 40,000 or as per
6 11 kW to 15 kW E.ﬂ.n'rmx—dl Nil 20,000 40,000 actual estimate,
whichever is higher
6,358 Rs. 50,000 or as per
7 16 kW to 20 kw ( An'nex ) 25,000 50,000 actual estimate,
whichever is higher
6.358 Rs. 70,000 or as per
8 21 kW to 24 kW ( An:mx- 4) 35,000 70,000 actual estimate,
whichever is higher
12,418
(For overhead ling)
Rs. 70,000 or as per
A - A
9 25 kW { 1’;“_':;;] il 35,000 70,000 actual estimate,
(For underground line) whichever is higher
(Annex-6A)
12,418
(For overhead line) Rs. 1,00,000 or as
10 | 26 kW to 35 kw M;L”;;:’ Nil 50,000 1,00,000 "E':trli:;f;'
[For underground ling) whichever is higher
(Annex-BA)
12,418
(For overhead line) Rs. 1,60,000 or as
11 | 36 kW to 50 kW “'1':1"_':;:] Nil 80,000 1,60,000 ’:;tri::;:':'
(For underground ling) whichever is higher
B
(Annex-6A)
HT Connection
2,48,280
{For overhead line) Rs. 2,22,000 or as
51 kW to 150 (Annex-T7) - per actual
12
KW (166 kvA) 2,65,110 W R o estimate,
(For underground line) whichever is higher
[Annex-TA)
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Note:

1. For non-PTW loads upto 150 kW and upto 300 m distance, the charges to be paid by a consumer
shall comprise of Metering charge (Col. 3) and Supply Affording Charge (Col. 4 or 5 as applicable)
apart from Processing fee and Security amount. No separate estimate for line shall be given to the
consumer even if line needs to be constructed to give connection to the consumer, This
arrangement shall not be applicable to Undeveloped/Unelectrified Colonies for which a separate
dispensation has been formulated by UPERC vide Order no. 1 of 2025 dated 27.02.2025 and by
UPPCL vide letter no. 984 /%1 / Ti—1 / ffadira el dated 21.05.2025 and they shall be required
to pay only the Metering charge besides the charges specified in the above Order of the
Commission.

2. Lifeline Consumers shall have the option to pay the Supply Affording Charges (For distance upto
100 meters only) partly through upfront payment of Rs 500/- and the balance through equated
monthly instalments of Rs. 45/- in consumer’s electricity bill for 12 months from the date of

connection.

3. In case the Lifeline consumer, on account of his consumption exceeding the limit specified in the
Tariff Order, gets converted into a normal consumer within 2 year from the date of connection
then the difference of Supply Affording Charges, from one slab to another, shall also be payable
as per the above table, if his connection has been sanctioned under the provisions of this Cost data
Book.

by -



CHAPTER-5B

METERING CHARGE AND SUPPLY AFFORDING CHARGE

(For PTW connections and loads above 150 kW in Electrified Areas)

[Amt. in Rs.]
sl Su Affording Charge
No. Ei o e Mistaring Change (For dlstl;:?e more tl:m Inrfnetarsj
1 2 3 4
HT/EHT Connection
Line Installed by the licensee 2,48,280 As per actual estimate.
(Overhead) (Annex-T7) Refer Annexure-16.
Line Installed by the licensee 2,65,110 As per actual estimate.
1 167 KVA to 200 kVA (Underground) ({Annex-7A) Refer Annexure-17/17A.
Line Installed by the 1,098,950
Consumer (Overhead) (Annex-7) Supervision charge @ 15% of the
Line Installed by the 1,12,470 amount calculated above.
Consumer (Underground) (Annex-TA)
Line Installed by the licensee 2,686,550 As per actual estimate,
(Overhead) (Annex-8) Refer Annexure-16,
Line Installed by the licensee 298,140 As per actual estimate,
2 201 KVA to 1 MVA {Underground) {Annex-8A) Refer Annexure-17/17A.
Line Installed by the 1,12,690
Consumer (Overhead) {Annex-8) Supervision charge @ 15% of the
Line Installed by the 1,17,430 amount calculated above.
Consumer {Underground) {Annex-BA)
Line Installed by the licensee 2,89,4580 As per actual estimate.
(Overhead) {Annex-5) Refer Annexure-16.
Line Installed by the licenses 3,42170 As per actual estimate.
3 Above 1 MVA up to 4 MVA (Underground) (Annex-9A) Refer Annexure-17/17A.
Line Installed by the 1,16,130
Consumer (Overhead) (Annex-9) Supervision charge @ 15% of the
Line Installed by the 1,24,030 amount calculated above.
Consumer {Underground) (Annex-94)
Line Installed by the licensee As per actual estimate,
(Overhead) 588,520 Refer Annexure-22.
(Annex-10)
Line Installed by the licensee 7,82,950 As per actual estimate.
4 Above 4 MVA up to 10 MVA | (Underground) (Annex-104) Refer Annexure-23/23A.
Line Installed by the 2,59,980
Consumer (Overhead) (Annex-10) Supervision charge @ 8% of the amount
Line Installed by the 2,74,900 calculated above,
Consumer {Underground) (Annex-104)
Line Installed by the licensee 593,340 As per actual estimate.
(Overhead) (Annex-11) Refer Annexure-22.
Line Installed by the licensee 7,51,840 As per actual estimate.
5 Above 10 MVA up to 20 MVA (Underground) [Annex-114) Refer Annexure-23/23A.
Line Installed by the 2,48,850
Consumer (Overhead) {Annex-11) Supervision charge @ 5% of the amount
Line Installed by the 2,56,780 calculated above.
Consumer (Underground) {Annex-114)
As per actual estimate. If Line is installed by the consumer, supervision charge @ 5% of the
6 Abave 20 MVA Esil ‘ x
cost of Line installation and full cost of metering system shall be charged.
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7 Private Tube Well and Pumping set (where transformer is to be installed)

42,518 :
a. | Through 25 kVA §/s (Annex-1) Actual estimate as per Annex-1
1,06,028
. - Eooet Acts i -
b Through 3-phase 16 kVA 5/s (Annex-1A) ctual estimate as per Annex-1A
c Through 1-phase 10 kVA 5/s S 00 Actual estimate as per Annex-18
* et (Annex-1B) B

2 Private Tube Well and Pumping set {where transformer is not to be installed)

5,278 for 3-Phase 1. For Rural Areas:
[Annex-5) Actual estimate as per Annex-14
a. For load of 7 HP & below
208 for 1-Ph 2. For Other Areas (on ST Pole):
S Rt Actual estimate as per Annex-12
{Annex-5)
6 358 3. For Other Areas (on PCC Pole):
b. For load above 7 HP . Actual estimate as per Annex-13
{Annex-5)

Note: For connections above 33 kV level, supervision charges shall be payable as per the estimate given by UPPTCL.
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NOTE:-

l.

d)

e)

f)

g)

h)
i)

)
k)

m)

The schedule of charges shall be taken up to the point of supply (as defined in clause 2.2(qq)
of the Electricity Supply Code) and these charges shall form part of the estimate. The line up
to this point shall be maintained by the distribution licensee. All installations beyond point of
supply shall be installed and maintained by the consumer.

‘Premises’ means the area/portion of the building/shed/field etc. for which, the electric
connection has been applied for or sanctioned for a single consumer, as per clause 2.2(ss) of
Electricity Supply Code, 2005.

Metering Charges: -

‘Fixed service line charges’ shall now be referred as “Metering Charges’.

Metering Charges for LT connection include the cost of AMI compatible smart meter and the
cost of installation.

Metering Charges for HT/EHT connection include the cost of AMI compatible smart meter,
metering cubicle, service cable, double pole and the cost of their installation.

At the time of releasing a new connection, only AMI compatible smart meter shall be installed
at consumer premises.

For single phase connections (other than PTW), the AMI compatible smart meter cost shall be
partly recovered through upfront payment of Rs 1000/- (for 1-Ph 2-W) and the balance
through monthly recurring charge of Rs. 84/- in consumer’s electricity bill for 24 months from
the date of connection. However, the applicant shall have the option to pay full meter cost
upfront, at the time of application, the option for which shall be provided by the licensee in
the application form available on the online portal.

Only Armoured service cables shall be used for all connections. Service cable shall be provided
by consumer for load up to 50 kW as per actual requirement, subject to a maximum
requirement of 50 meters. However, in exceptional circumstances where service cable is not
provided by consumer, the connection may be released on armoured cable arranged by the
licensee and in that case, the actual cost of service cable, if not deposited upfront by the
consumer, will be charged in the consumer’s first electricity bill.

Metering shall be done at consumer’s premises, so that it is suitable for sagging of service
cable subject to a maximum distance of 40 meters between last pole of distribution mains and
bracket/rag bolt at consumer end. This 40-meter distance shall be the shortest clear wire
route distance between them.

Meter board shall be provided by the consumer for load up to 50 kW.

Installation of protection equipment like MCB, MCCB, VCB etc. of appropriate rating beyond
metering point shall be the responsibility of the consumer. In case it is not installed by the
consumer, the connection shall not be energized. However, in circumstances where consumer
is not able to install such equipment, licensee, at its sole discretion, on the request of the
consumer or otherwise, may provide and install such protection equipment and charge in
advance or recover the actual cost (including labour, installation charges etc.) from the
consumer.

Meter and metering cubicle (including CT, PT) shall be provided by the licensee.

The consumer meter shall be installed at an accessible place outside the premises, where the
meter reading could be possible without opening the main gate of the premises.

Consumer shall provide separate earthing at the metering point.

If required, double metering arrangement may be done by the licensee at its own cost and
Security.
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b)

c)

d)

g

h)

Supply Affording Charges: -

‘Variable Line charges’ shall now be referred as "Supply Affording Charges".

To calculate Supply Affording Charges, the line length shall be the shortest clear wire route
distance between the nearest available distribution mains and bracket/rag bolt at consumer
end. Required up-gradation of the nearest available distribution mains shall be the
responsibility of the distribution licensee and nothing shall be charged for this purpose.
Fraction of meter shall be ignored in measuring length of line.

The Supply Affording Charges mentioned above are inclusive of Labour and overhead charges,
and no additional labour and overhead cost shall be charged from the consumer.

The quantity of material mentioned in Annexure-12 to Annexure-23A may vary as per the
actual site requirements and the estimates shall be prepared accordingly.

The rate of materials mentioned in Annexures-1 to Annexure-30 include Ex-works Price,
Protection equipment price (if any), Freight & Insurance, GST and 3% Testing & Inspection
charges.

For underground line the road restoration charges levied by concerned authorities like NHAI,
UPPWD, Municipal Corporations etc. shall also be payable by consumer as per actuals.

In case of enhancement of load (either on application by consumer or utilization of excess load
in any month) from one slab to another for non-PTW loads up to 150 kW in electrified areas
(for distance up to 300 meters) who have been sanctioned their electricity connections under
the provisions of this Cost data Book, within 2 year from the date of connection, the difference
of Supply Affording Charges shall also be payable by the consumer . However, the load for all
other consumers, including the existing consumers, shall continue to be enhanced as per the
provisions of the Supply Code and its amendments.

The above Supply Affording Charges shall not be applicable for residents of Multi-point/ Multi-
story buildings/complexes and only the Metering charge shall be applicable. They will
continue to be governed as per the 13th Amendment to the Electricity Supply Code, 2005 and
subsequent Orders of the Commission in this regard.

Supply Affording Charge in case of Railway/Metro/RRTS/River Crossing/National and State
highways/Expressway or any such major obstruction shall be charged as per actual expenses
wherever applicable.

The PTW connections shall continue to be released as per Annexures 1 and 5. Any subsidy for
PTW consumers in respect of new connection shall be deducted from the estimate. Concreting
material {brick, ballast, sand, and cement) and labour shall be provided by the consumer.
However, actual requirement of material etc. shall be communicated by the licensee to the
consumer while offering terms and conditions for PTW connections.

For non-PTW loads up to 50 kW, the infrastructure for releasing connections shall be
developed by the licensee only and the applicant shall pay charges as per Note 11 and 12
below.

For non-PTW loads from 51 kW to 150 kW/166 kVA, the infrastructure for releasing
connection within 300-meter distance from existing LT/HT main shall be developed by the
licensee only and the applicant shall pay charges as per Note 13 below.

For non-PTW loads from 51 kW to 150 kW/166 kVA and situated at more than 300-meter
distance from existing LT/HT main, the applicant shall have an option to develop infrastructure
himself by depositing supervision charges calculated on charges mentioned in Col. 6 of

é’%- -
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10.

11.

a)

b)

b)

Chapter 5A. The licensee shall ensure that the materials used for construction by the applicant
are in accordance with the licensee’s specifications.

For loads above 150 kW /166 kVA, the applicant shall have an option to develop infrastructure
himself by depositing supervision charges calculated on charges mentioned in Col. 4 of
Chapter 5B.

In case of application for load below 5 kW (Single Phase): -

If the premises is within 300 meters from Licensee’s existing LT main: -
The Licensee shall release connection by extending 1-phase LT main, if necessary, and

connecting the service line from the existing/extended LT main up to the consumer premises.

The applicant shall pay Processing fee, Security charge, Metering Charges (Col. 3 of Chapter
5A) and Supply Affording Charge (Col. 4 or 5 of Chapter 5A) to the licensee for releasing such
connection. No other charges for extension/strengthening of LT main shall be payable by the

consumer in this case.

If the premises is more than 300 meters from Licensee’s existing LT main: -
The Licensee shall release connection by extending 1-phase LT line and connecting the service

line from the extended LT main up to the consumer premises. The applicant shall pay
Processing fee, Security charge, Metering Charges (Col. 3 of Chapter 5A) and Supply Affording
Charge (Col. 6 of Chapter 5A) to the licensee for releasing such connection. The cost of
strengthening of existing LT main shall be borne by the licensee.

In case of application for load of 3 kW and above up to 50 kW (Three Phase): -

If the premises is within 300 meters from Licensee’s existing 1-

main: -

The Licensee shall carry out the conversion of existing 1-phase/2-phase LT main to 3-phase LT
main and extension of such converted/existing 3-phase LT main, if necessary. The applicant
shall pay Processing fee, Security charge, Metering Charges (Col. 3 of Chapter 5A) and Supply
Affording Charge (Col. 4 or 5 of Chapter 5A) to the licensee for releasing such connection. No
other charges for strengthening or conversion of LT main shall be payable by the consumer in
this case.

If the premises is more than 300 meters from Licensee’s existing 1-phase/2-phase/3-phase

LT main: -
The Licensee shall carry out the conversion, if necessary, of existing 1-phase/2-phase LT main

to 3-phase LT main and extension of existing/converted 3-phase LT main for releasing
connection. The applicant shall pay Processing fee, Security charge, Metering Charges (Col. 3
of Chapter 5A) and Supply Affording Charge (Col. 6 of Chapter 5A) to the licensee for releasing
such connection. The cost of conversion and strengthening of 1-phase/2-phase LT main to 3-
phase LT main shall be borne by the licensee.

In case of application for load above 50 kW: -

All loads above 50 kW (or 56 kVA) shall be released on HT/EHT and the electrical infrastructure
beyond metering cubicle (towards consumer side) like Transformer, VCB etc. shall be arranged
by the consumer.

S
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i)

iii)

14.

For load above 50 kW and up to 150 kW: -

If the premises is within 300 meters from Licensee’s existing HT main: -
The Licensee shall release connection by extending HT main, if necessary, and connecting the

service line from the existing/extended HT main up to the consumer premises. The applicant
shall pay Processing fee, Security charge, Metering Charges (Col. 3 of Chapter 5A) and Supply
Affording Charge (Col. 4 or 5 of Chapter 5A) to the licensee for releasing such connection. No

charges for strengthening of existing HT main shall be payable by the consumer in such case.

If the premises is more than 300 meters from Licensee’s existing HT main: -
The Licensee shall release connection by extending HT main and connecting the service line

from the extended HT main up to the consumer premises. The applicant shall pay Processing
fee, Security charge, Metering Charges (Col. 3 of Chapter 5A) and Supply Affording Charge
(Col. 6 of Chapter 5A) to the licensee for releasing such connection. No charges for
strengthening of existing HT main shall be payable by the consumer in such case.

For load above 150 kW /166 kVA: -

If the premises is within 40 meters from Licensee’s existing HT main: -
The Licensee shall release connection by connecting the service line from the existing HT main

up to the consumer premises. The applicant shall pay Processing fee, Security charge and
Metering Charges (Col. 3 of Chapter 5B) to the licensee for releasing such connection. No

charges for strengthening of existing HT main shall be payable by the consumer in this case.

If the premises is beyond 40 meters from Licensee’s existing HT main: -
The Licensee shall release connection by extending HT main and connecting the service line

from the extended HT main up to the consumer premises. The applicant shall pay Processing
fee, Security charge, Metering Charges (Col. 3 of Chapter 5B) and Supply Affording Charge
(Col. 4 of Chapter 5B) to the licensee for releasing such connection. No charges for
strengthening of existing HT main shall be payable by the consumer in such case.

The Licensee shall release connection at a voltage and phase as indicated below: -

Sr. No. Load Range Supply Voltage System

1 Below 3 kW LT (1-phase at 230 V)

LT (either 1-phase at 230 V or 3-phase at

3 kW and 4 kW
= 400 V as per consumer request)

5 kW and above up to 50 kW {56 kVA) | LT (3-phase at 400 V)

Above 50 kW (56 kVA) up to 4 MVA HT (3-phase at 11 kV)

Above 4 MVA up to 20 MVA HT (3-phase at 33 kV)

(| jw | M

Above 20 MVA EHT (3-phase at 132/220 kV)

2)

Electric Vehicle (LMV-11 category) connections above 50 kW may be released on LT at the
request of the applicant, if he is willing to bear all charges as per actual estimate, subject to

technical feasibility and capacity availability on the distribution network.

b %
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15.

16.

17.

18.

19.

23.

In case of enhancement of load, labour and overhead charges shall be charged as below: -

If the enhanced load is in the same voltage/ phase :
(A) . ; : Nil
range as mentioned in the Point no. 14 above

Labour & overhead charge for
enhanced load as per applicable
Annexure

If the enhanced load is in the higher voltage/ phase
range as mentioned in Point no. 14 above

(B)

In case of shifting of line/PTW connection, the relevant charges to be claimed will be labour cost
for dismantling the existing line plus the material cost for additional material to be used plus
labour cost for erection of altered line. In case of PTW connection, no labour cost shall be charged
as the line is to be constructed by the consumer himself. A non-refundable and non-adjustable
Processing fee as per Chapter 3 shall be charged before carrying out the works.

The supervision charges shall be charged at the rate of 15% for shifting of the installed
line/equipment/plants, except for the works of National Highways Authority of India (NHAI),
Uttar Pradesh Metro Rail Corporation (UPMRC) and Uttar Pradesh Public Works Department
(UPPWD) for which supervision charges shall be 5%.

For giving connection through 11 kV independent feeders, Rs. 6.61 lacs will be additionally
charged for the cost of circuit breaker and double pole as per Annexure-30. If the connection is
provided through underground cable, then the cost of double pole shall not be charged by the
distribution licensee.

For giving connection through 33 kV independent feeders, the applicant shall deposit the actual
estimated cost including the costs of Circuit Breaker, Line Isolator, Bus lsolator, Current
Transformer, Lightning Arrestor etc.

Supply Affording Charge for temporary connection shall be the same as charged in case of a
permanent/regular connection (Chapters 5A and 5B).

. The licensee shall not charge processing fee, Security, Metering charge and Supply Affording

charge from its permanent employees and pensioners for one connection at any point of time
during their period of service or on retirement.

In case the applicant withdraws his application after making payment of supply affording charge
and no work has been undertaken, the supply affording charge shall be refunded after deducting
@20% per month or part thereof, with the time being calculated from the date of deposit till the
date of application for withdrawal. However, if the licensee has commenced the work no refund
shall be given,

The Cost Data Book shall be effective from the date of its coming into effect. However, the
connections which are under process and could not be released till then due to any reason
whatsoever shall not be reopened and such connections shall be released on the basis of previous
conditions.
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Example of applicable charges:-

i) Application for 2 kW load (Rural Domestic LMV-1) :-

Amount to paid by consumer (in Rs.)

Charges applicable For distance <=100 m For distance 101 m to For distance >300 m
300 m
Processing Fee 200 200 200
Security Amount 200 200 200
Metering Charge 1,855 1,855 1,855
. 3,500 or as per actual estimate,
Supply Affording Charge 1,500 3,500 whichever Is higher
2,255 + (3,500 or as per actual estimate,
Taal Bul08 TS whichever is higher)

ii) Application for 25 kW load (Urban Commercial LMV-2) :-

Amount to paid by consumer (in Rs.)

Charges applicable For distance <=100 m For distance 101 m to For distance >300 m
300 m .
Processing Fee 5,000 5,000 5,000
Security Amount 25,000 25,000 25,000
Mstaring (husips (For 074 12,418 12,418 12,418
Line)
) 70,000 or as per actual estimate,
Supply Affording Charge 35,000 70,000 whichever i highar
42,418 + (70,000 or as per actual
Total 77,418 1,12,418 estimate, whichever is higher)

iii)Application for 100 kVA (90 kW) load {Non-Industrial HV-1) :-

Amount to paid by consumer {in Rs.)

Charges applicable For distance For distance 101 m to Foi distaica >300 M
<=100 m 300 m
Processing Fee 10,000 10,000 10,000
Security Amount 5,00,000 5,00,000 5,00,000
Metering Charge (For O/H Line) 2,48,280 2,48,280 2,48,280
. 2,22,000 or as per actual estimate,
Supply Affording Charge 1,22,000 2,22,000 wiiichaver it bigher
7,58,280+(2,22,000 or as per actual
Total 8,80,280 9,80,280 estimate, whichever is higher)

iv) Application for 200 kVA (180 kW) load (Industrial HV-2) :-

Amount to paid by consumer {in Rs.)

Hierges applicabie For distance <=40 m For distance >40 m
Processing Fee 10,000 10,000
Security Amount 7.00,000 7,00,000
Metering Charge (For O/H Line) 2,48,280 2,48,280
Supply Affording Charge 0 Actual estimate as per Annexure-16 or 17/17A
Total 8,58,280 9,58,280 + Actual estimate as per Annexure-16 or 17/17A
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ANNEXURE-1

Charges For Private Tube Well and Pump Set through 25 kVA S/s

A, Metering charge per connection:-
Amount chargeable to consumer | (Annexure-5) \ = \ Rs. 6358
B. Fixed charge per connection for transformer: -
(i) Cost of 25 kVA 5/S on PCC Pole (Annexure-24) = Rs. 144543
(ii) Cost of concreting of poles (Annexure-24) - Rs. 1884
(iif) Cost of concreting of stays (Annexure-24) - Rs. 834
(iv) Labour & overhead charges (Annexure-24) - Rs. 33356
v) Cost of 25 kVA S/s excluding cost of concreting and " Rs. 108468
labour charges
Say | Rs. 108470
Assuming 3 connections on one 25 kVA sub-station, cost per
i . : = Rs. 36157
connection excluding cost of concreting and labour charges
Say | Rs. 36160
[ Total fixed charge (A+B):-
Amount chargeable to consumer | =6358+36160 | = |Rs.42518
D. Supply affording charge:-
(i) Cost of 1 km 11 kV line on PCC Pole (Annexure-16) = Rs. 369728
(ii) Cost of concreting of poles (Annexure-16) (-) Rs. 16014
(iii) Cost of concreting of stays (Annexure-16) (-) Rs. 834
(iv) Labour & overhead charges (Annexure-16) (-) | Rs.85322
Cost of 1 km 11 KV line excluding cost of concreting and labour _ | Rs 267558
charges
Cost of 11 kV line per meter Say | Rs.268/-
MNote:-
1. Applicant shall pay total charges under deposit scheme.

3

In case the applicant chooses to procure material by himself, he shall procure materials
only from the vendors empanelled by the licensee. The applicant/consumer shall be liable

for maintenance and repair of such material till the expiry of its guarantee period.
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ANNEXURE-1A

Charges For Private Tube Well and Pump Set through three phase 16 kVA S/s

A. | Metering charge per connection: -

Amount chargeable to consumer | (Annexure-5) l = | Rs. 6358
B. | Fixed charge per connection for transformer: -
(i) | Cost of 16 kVA 5/S on PCC Pole (Annexure-24A) = | Rs. 133101
(ii) | Cost of concreting of poles (Annexure-24A) (-) | Rs. 1884
(iii) | Cost of concreting of stays (Annexure-24A) (-) | Rs. 834
(iv) | Labour & overhead charges (Annexure-24A) (-} | Rs. 30716

Assuming 1 connection on one 16 kVA sub-station, cost of connection
excluding cost of concreting and labour charges

= | Rs. 99667

Say | Rs. 99670

C. | Total fixed charge (A+B): -
Amount chargeable to consumer | =6358+99670 | = |[Rs.106028
D. | Supply affording charge: -
{i) | Costof1km 11 kV line on PCC Pole (Annexure-16) = | Rs. 369728
(ii) | Cost of concreting of poles (Annexure-16) (-} | Rs. 16014
(iii) | Cost of concreting of stays {Annexure-16) {(-) | Rs.834
{iv) | Labour & overhead charges {Annexure-16) {-) | Rs. 85322
Cost of 1 km 11 KV line excluding cost of concreting and labour = | Rs. 267558
charges
Cost of 11 kV line per meter | Say | Rs. 268/-

Note:-

1. Applicant shall pay total charges under depaosit scheme.

2. In case the applicant chooses to procure material by himself, he shall procure materials
only from the vendors empanelled by the licensee. The applicant/consumer shall be liable
for maintenance and repair of such material till the expiry of its guarantee period.







































































































































